
Table 3.5 - Summary of Systems with Water Quality Problems that affect Granular Iron 
Media Treatment

System ID POE ID
POE flow 

(gpm)
POE flow 

(mgd)
Arsenic conc. 

(ppb) pH
Phosphorus 

(mg/L)
01004 755 290 0.418 0.011 8.1
02061 001 2000 2.880 0.02 8.4
03002 002 350 0.504 0.013 8.2 0.31
03362 001 62.5 0.090 0.0185 8.1 0.03
04003 001 1462.47 2.106 0.0345 8.04 0.04
05002 001 500 0.720 0.0221 9.49
06004 001 0 0.000 0.026 8.19 0.02
06006 001 83.3 0.120 0.034 8.6
07114 001 40 0.058 0.0185 7.3 0.25
07411 001 800 1.152 0.023 8.36
08068 001 444 0.639 0.057 9.08
09034 001 60 0.086 0.016 8.4
11018 002 0 0.000 0.017 8.36 0.03
13141 002 9.03 0.013 0.014 8.26
13351 001 20 0.029 0.012 7.43 0.44
14322 001 41.7 0.060 0.013 7.32 0.24
14361 001 160 0.230 0.018 8.6
14363 001 240 0.346 0.026 8.1
14363 002 150 0.216 0.034 8.1
14442 001 72.9 0.105 0.031 8.27
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